This paper quantifies the influence of acoustic excitation of Al2O3 nanoparticles on the pool boiling performance of R134a/polyolester mixtures on a commercial (Turbo-BII-HP) boiling surface. A nanolubricant with 10 nm diameter Al2O3 nanoparticles at a 5.1 % volume fraction in the base polyolester lubricant was mixed with R134a at a 1 % mass fraction. The study showed that high frequency ultrasound at 1 MHz can improve R134a/nanolubricant boiling on a reentrant cavity surface by as much as 44 %. This maximum enhancement occurred for an applied power level to the fluid of approximately 6 W and a heat flux of approximately 6.9 kW/m 2 . Applied power levels larger and smaller than 6 W resulted in smaller boiling heat transfer enhancements. In total, five different applied power levels were studied: 0 W, 4 W, 6 W, 8 W, and 12 W. The largest and smallest enhancement averaged over the tested heat flux range was approximately 12 % and 2 % for applied power levels of 6 W and 4 W, respectively. In-situ insonation at 1 MHz resulted in an improved dispersion of the nanolubricant on the test surface. An existing pool boiling model for refrigerant/nanolubricant mixtures was modified to include the effect of acoustic excitation. For heat fluxes greater than 25 kWm -2 , the model was within 4.5 % of the measured heat flux ratios for mixtures at all applied power levels. The average agreement between measurements and predictions was approximately 1 % for all power levels.
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INTRODUCTION
For nearly a century, it has been known that ultrasound can be used to create bubbles via cavitation and/or influence the motion of bubbles or of the fluid for physical or chemical benefit (Leong et al., 2011) . More recently, the interaction between nanoparticles and bubbles have resulted in measureable enhancement of the boiling heat transfer of refrigerant/lubricant mixtures (Kedzierski, 2011 (Kedzierski, , 2012a . The enhancement of refrigerant boiling with nanolubricants (lubricants with nanoparticles) is mainly due to an exchange of momentum between the nanoparticles and the bubbles (Kedzierski, 2011 (Kedzierski, , 2012a . The purpose of the present study was to determine if refrigerant/nanolubricant boiling could be further enhanced with acoustic excitation based on the premise that the ultrasound would contribute to the exchange of momentum between nanoparticles and bubbles.
There are far more boiling studies of acoustic enhancement of neat fluids like water and refrigerant than there are for nanofluids, and even fewer studies with refrigerant/nanolubricant mixtures. A review article by Legay et al. (2011) identified sixteen acoustically enhanced boiling studies, only two of which were for nanofluids, while no refrigerant/nanolubricant studies were cited. In addition, the present authors were unable to find another acoustically enhanced refrigerant/nanolubricant boiling study in the open literature. Nevertheless, there is good reason to believe that ultrasound can improve refrigerant/nanolubricant boiling heat transfer. For example, Kim et al. (2004) showed that the pool boiling heat flux for FC-72 on a wire can be increased by approximately 133 % by exciting the test fluid with 48 kHz from a piezoelectric transducer spaced 10 mm to 40 mm below the heated wire. They attributed the enhancement to "the reduction of bubble size departing the heating wire and to the acoustic streaming sweeping the bubbles over the heating wire." Riley (1998) showed that acoustic streaming is driven by Reynolds stresses that result in stokeslet to jet-like fluid flow. These incompressible flows take place in the main body of the fluid and act on all things in it including, presumably, bubbles and nanoparticles. Thus, gradients in momentum flux, as caused by acoustic streaming, are likely to increase the exchange of momentum between nanoparticles and bubbles resulting in improved boiling heat transfer. This line of reasoning is by no means new. For example, ultrasound was used in the first half of the last century by Wood and Loomis (1927) to move particles in oil in order to induce flocculation. Bonekamp and Bier (1997) also realized a 90 % increase in the pool boiling heat transfer coefficient on a smooth tube for mixtures of R32 and R134a and attributed the improvement to "better mixing in the liquid boundary near the heating wall." They also show that the enhancement is not as pronounced for larger boiling heat fluxes due to the absorption of the ultrasound in the greater bubble density associated with larger boiling heat fluxes. Conversely, Zhou et al. (2002) observed an increase in the boiling heat transfer of acetone with increasing heat flux for fixed acoustic excitation. They attribute the boiling enhancement to "cavitation bubbles providing nucleated embryos to the boiling surface." Heffington and Glezer (2004) describe an observed 425 % boiling enhancement by ultrasound as caused by bubbles being ejected from the surface in a jet-like formation. The above research demonstrates both the complexity of the effect and the potential benefit of ultrasound on boiling. Zhou and Liu (2004) have shown that even when nanoparticles, in the absence of lubricant, fail to enhance the boiling of fluids, acoustic excitation can enhance the boiling heat transfer of an acetone nanofluid by as much as 38 %. Zhou and Liu (2004) claim that the enhancement is due in part to the ultrasound keeping the calcium carbonate nanoparticles from filling boiling cavities and by activating "smaller vapor embryos." For boiling of refrigerant/nanolubricants, the lubricant excess layer that resides on the boiling surface keeps the nanoparticles suspended in Brownian motion and prevents them from filling the boiling cavities (Kedzierski, 2011) . Consequently, part of the 38 % increase observed by Zhou and Liu (2004) would not have been realized had the acetone nanofluid been dilutely mixed with lubricant. For this reason, the resulting acoustic enhancement of boiling refrigerant/nanolubricants may not be as large as 38 %. Zhou (2004) performed an acetone nanofluids study similar to the aforementioned, but with copper nanoparticles rather than calcium carbonate. Zhou (2004) observed as much as a 52 % enhancement of the nanofluid boiling with ultrasound excitation.
Studies by Henderson et al. (2010) , Bi et al. (2007) , Peng et al. (2011 ), Hu (2013 , and Kedzierski (2009) have explored the use of nanolubricants as a means for improving efficiencies of air-conditioning and refrigeration equipment. For low flow qualities, Henderson et al. (2010) have shown that CuO nanoparticles can improve the flow boiling heat transfer of refrigerant/lubricant mixtures by as much as 76 % and that the lubricant can act as a necessary dispersant. Peng et al. (2010) have shown that diamond nanolubricants can improve refrigerant/lubricant pool boiling by as much as 63 %. Similarly, copper-oxide nanoparticles have also been shown to improve refrigerant/lubricant pool boiling by as much as 245 % (Kedzierski and Gong, 2009) . These preceding studies suggest that it is worth investigating the potential benefits of acoustic excitation of nanolubricants for large commercial chillers.
Consequently, the scope of the present investigation was to determine if refrigerant/nanolubricant boiling on a reentrant cavity type surface could be enhanced by acoustic excitation. With externally mounted transducers of the type and resonance frequencies typically used in ultrasonic cleaners, tens of watts of acoustic excitation can be achieved easily. However, for the associated wavelengths (e.g., approximately 12 mm at 50 kHz), a spherical sound wave would be generated that could not be focused near the test section. A uniform plane wave parallel and above the entire length of the test section was achieved by choosing a wavelength that was significantly smaller than the diameter of the transducer. For this task, a 1 MHz transducer with a nominal circular active area 14 mm in diameter, and a near field zone length of 8 cm in the R134a/nanolubricant mixture was chosen. The single internal transducer assembly excites a cylindrical volume of fluid parallel to the horizontal, flat, copper, Turbo BII HP (commercial) finned surface. For liquid R134a at the saturated test temperature, the acoustic wavelength is approximately 0.6 mm.
To achieve the above scope, boiling tests of a R134a/nanolubricant mixture at four ultrasound power levels were made on the horizontal, flat, copper, Turbo-BII-HP-finned surface. A commercial polyolester lubricant (RL68H) 1 with a nominal kinematic viscosity of 72.3 m Al2O3 nanoparticles. Al2O3 nanoparticles have the advantages of a well-established, successful dispersion technology and being relatively inert with respect to lubricated compressor parts.
TEST FLUIDS
A manufacturer used a proprietary surfactant at a mass of 6.2 % of the mass of the Al2O3 as a dispersant for the RL68H/Al2O3 mixture (nanolubricant). The manufacturer made the mixture such that approximately 24.7 % of the mass was Al2O3 particles. From this mixture, a nanolubricant with a 16.7 % mass fraction of Al2O3 was made by adding neat RL68H and ultrasonically mixing the solution for approximately 24 h. The 16.7 % Al2O3 mass fraction in the nanolubricant corresponds to a volume fraction () of 5.1 %. In this study, the 5.1 % volume fraction nanolubricant is identified as 5AlO. The R134a/5AlO (99/1) mixture produced a nanoparticle surface density of the lubricant excess layer, Nnp/As (Kedzierski, 2012a) , of approximately 2.8 x 10 20 m -2 . The value of Nnp/As was calculated assuming that all of the nanoparticles charged to the test rig reside uniformly distributed on the heat transfer surface.
Boiling tests with the refrigerant/5AlO (99/1) mixture with increasing acoustic excitation power were designed to determine the effect of ultrasound power level on the boiling. The applied power levels (Pa) were nominally 4 W, 6 W, 8 W, and 12 W. In addition, the boiling heat transfer of R134a/5AlO (99/1) mixture without acoustic excitation (Pa = 0) was measured to serve as a baseline for comparison to the tests with excitation. Figure 1 shows a schematic of the apparatus that was used to measure the pool boiling data of this study. More specifically, the apparatus was used to measure the liquid saturation temperature (Ts), the average pool-boiling heat flux (q"), and the wall temperature (Tw) of the test surface. The three principal components of the apparatus were the test chamber, the condenser, and the purger. The internal dimensions of the test chamber were 25.4 mm × 257 mm × 1.54 m. The test chamber was charged with approximately 7 kg of refrigerant, giving a liquid height of approximately 80 mm above the test surface. As shown in Fig. 1 , the test section was visible through two opposing, flat 150 mm × 200 mm quartz windows. The bottom of the test surface was heated with high velocity (2.5 m/s) water flow. The vapor produced by liquid boiling on the test surface was condensed by the brine-cooled, shell-andtube condenser and returned as liquid to the pool by gravity. Also visible through the window, as shown in Fig. 1 , is the ultrasonic piezoelectric transducer. Figure 2 shows the transducer and its theoretical 8 cm near field zone. The beam axis is parallel to and approximately 23 mm above the boiling surface. Further details of the test apparatus can be found in Kedzierski (2002) and Kedzierski (2001) .
APPARATUS
The ultrasonic transducer was a cylindrical assembly approximately 25 mm in diameter and 51 mm long. It was attached to the end of a length of nominally 8 mm diameter tubing supported by a compression fitting at the top of the test tank. Ultrasonic output was taken from the circular active area, nominally 14 mm in diameter, of a disc-shaped piezoelectric element that constitutes the end face of the transducer. The piezoelectric element was airbacked, made of Type 4 lead zirconate titanate, and designed to operate at 1 MHz. The sinusoidal radiofrequency (RF) drive signal was provided by a 100 W power amplifier driven by a function generator set to 1.0 MHz, the measured resonance frequency of the transducer. The power level applied to the fluid was measured using an RF power meter interposed in the feedline linking the power amplifier and the transducer. The reflected power was also measured and used to calculate the net power (Pn) absorbed by the fluid by subtracting it from the applied power. The net power was nominally 1.9 W, 3.6 W, 5.4 W, and 7.7 W for the 4 W, 6 W, 8 W, and 12 W applied power levels, respectively. The net power along with the surface area of the transducer was used to calculate a net acoustic intensity (In) of approximately 12.3 kWm -2 , 23.4 kWm -2 , 35.1 kWm -2 , and 50.0 kWm -2 for the applied power levels 4 W, 6 W, 8 W, and 12 W, respectively. Figure 3 shows the oxygen-free high-conductivity (OFHC) copper flat test plate used in this study. The test plate was machined out of a single piece of OFHC copper by electric discharge machining (EDM). The internal fins of a commercial 25 mm (outer-diameter) Turbo-BII-HP tube were removed by EDM. The tube was then cut axially, annealed, flattened, and soldered onto the top of the test plate. Figure 4 shows a photograph of the fin surface. The Turbo-BII-HP has approximately 826 fins per meter (fpm) oriented along the short axis of the plate. The overall height and tip-width of a fin are 0.76 mm and 0.36 mm, respectively.
TEST SURFACE

MEASUREMENTS AND UNCERTAINTIES
The standard uncertainty is the positive square root of the estimated variance. The individual standard uncertainties are combined to obtain the expanded uncertainty (U), which is calculated from the law of propagation of uncertainty with a coverage factor. All measurement uncertainties are reported at the 95 % confidence level except where specified otherwise. For the sake of brevity, only a summary of the basic measurements and uncertainties is given below. Complete detail on the heat transfer measurement techniques and uncertainties can be found in Kedzierski (2000) and Appendix A, respectively.
A Dynamic Light Scattering (DLS) technique was used to measure the average nanoparticle size on a number basis. The diameter of most of the particles (Dnp) was approximately 10 nm (10.1 nm ± 1.3 nm) and the particles were well dispersed in the lubricant (Kedzierski, 2010) . Figure 5 shows a Transmission Electron Microscopy (TEM) image of the nanoparticles as taken by Sarkas (2009) . The image confirms the good dispersion and shows that the particles are spherical with most of them having diameters of approximately 10 nm or less and a few having diameters close to 50 nm.
All of the copper-constantan thermocouples and the data acquisition system were calibrated against a glass-rod standard platinum resistance thermometer (SPRT) and a reference voltage to a residual standard deviation of 0.005 K. Considering the fluctuations in the saturation temperature during the test and the standard uncertainties in the calibration, the expanded uncertainty of the average saturation temperature was no greater than 0.04 K. Consequently, it is estimated that the expanded uncertainty of the temperature measurements was less than 0.1 K.
Twenty 0.5 mm diameter thermocouples were force fitted into the wells of the side of the test plate shown in Fig. 3 . The heat flux and the wall temperature were obtained by regressing the measured temperature distribution of the block to the governing two-dimensional conduction equation (Laplace equation). In other words, rather than using the boundary conditions to solve for the interior temperatures, the interior temperatures were used to solve for the boundary conditions following a backward stepwise procedure given in Kedzierski (1995) 1 . As shown in Fig. 3 , the origin of the coordinate system was centered on the surface with respect to the y-direction at the heat transfer surface. Centering the origin in the ydirection reduced the uncertainty of the wall heat flux and temperature calculations by reducing the number of fitted constants involved in these calculations.
Fourier's law and the fitted constants from the Laplace equation were used to calculate the average heat flux (q") normal to and evaluated at the heat transfer surface based on its projected area. The average wall temperature (Tw) was calculated by integrating the local wall temperature (T). The wall superheat was calculated from Tw and the measured temperature of the saturated liquid (Ts). Considering this, the relative expanded uncertainty in the heat flux (Uq") was greatest at the lowest heat fluxes, approaching 9 % of the measurement near 10 kW/m 2 . In general, the Uq" remained approximately between 3 % and 7 % for heat fluxes greater than 20 kW/m 2 . The average random error in the wall superheat (UTw) remained mainly between 0.06 K and 0.08 K with an average value of approximately 0.07 K. Plots of Uq" and UTw versus heat flux can be found in Appendix A.
EXPERIMENTAL RESULTS
The heat flux was varied between approximately 10 kW/m 2 and 120 kW/m 2 to simulate a range of possible operating conditions for R134a chillers. All pool-boiling measurements were made at 277.6 K saturated conditions. The data were recorded consecutively starting at the largest heat flux and descending in intervals of approximately 4 kW/m 2 . The descending heat flux procedure minimized the possibility of any hysteresis effects on the data, which would have made the data sensitive to the initial operating conditions. Table 2 presents the measured heat flux and wall superheat for all the data of this study. Table 3 gives the number of test days and data points for each fluid. A total of 952 measurements were made over 49 days.
The test fluid was prepared by charging the test chamber (see Fig. 1 ) with pure R134a of a known mass. Next, a measured mass of nanolubricant or lubricant was injected with a syringe through a port in the test chamber. The refrigerant/lubricant solution was mixed by flushing pure refrigerant through the same port where the lubricant was injected. All compositions were determined from the masses of the charged components and are given on a mass fraction basis. The maximum uncertainty of the lubricant mass fraction (xb) measurement is approximately 0.02 %, e.g., the range of a 1.0 % mass fraction is between 0.98 % and 1.02 %. The nominal or target mass composition is used in the discussion. For example, the "actual" mass composition of the RL68H in the R134a/5AlO (99/1) mixture was 1.00 % ± 0.02 %.
6 Figure 6 is a plot of the measured boiling heat flux of the refrigerant/nanolubricant ( " np q ) versus the measured wall superheat (Tw -Ts = Ts) for the Turbo-BII-HP at a saturation temperature of 277.6 K for tests with no applied acoustic excitation (Pa = 0 W). The open circles represent the measured data while the solid line is a cubic best-fit regression or estimated means of the data. Four days of Pa = 0 boiling R134a/5ALO (99/1) produced 194 measurements over a period of approximately one week. Seven of the 194 measurements were removed before fitting because they were identified as "outliers" based on having both high influence and high leverage (Belsley et al., 1980) . The data sets for each test fluid presented in this manuscript exhibited a similar number of outliers and were regressed in the same manner. Table 4 gives the constants for the cubic regression of the superheat versus the heat flux for all of the fluids tested here. The residual standard deviation of the regressionsrepresenting the proximity of the data to the mean -are given in Table 5 and are, on average, approximately 0.05 K. The dashed lines to either side of the mean represent the lower and upper 95 % simultaneous (multiple-use) confidence intervals for the mean and are, for the most part, concealed by the data symbols. From the confidence intervals, the expanded uncertainty of the estimated mean wall superheat was, on average, 0.03 K. Table 6 provides the average magnitude of the 95 % multi-use confidence interval for the fitted wall superheat for all of the test data.
The Pa = 0 measurements serve as a baseline for comparison to the R134a/5ALO (99/1) measurements that are acoustically excited. "Break-in" data had to be taken in order to remove the effect of the quality of the nanoparticle dispersion on the boiling heat transfer. Kedzierski (2012b) showed that a refrigerant/nanolubricant with well dispersed nanoparticles leads to better boiling heat transfer than for mixtures with poorer dispersed nanoparticles. This is illustrated in Fig. 6 by comparing the present measurements for R134a/5ALO (99/1) with no ultrasound excitation to those taken by Kedzierski (2013) for identical test conditions: the same test apparatus, the same test surface, and the same test fluid. Essentially, the nanoparticle dispersion improved with excitation over eight days of testing. As a result of the improving dispersion, the boiling curve moved incrementally to the left after each test day. The Pa = 0 boiling curve became repeatable, presumably, once the quality of the dispersion no longer was improved by acoustic excitation. A clearer illustration of the effect of improved nanolubricant dispersion is shown in Fig. 7 . Figure 7 plots the ratio of the R134a/5ALO (99/1) mixture heat flux after extended sonication to the heat flux prior to sonication (q"np /q"pe) versus the pre-excitation heat flux (q"pe) at the same wall superheat. On average, sonication improved the boiling heat flux by approximately 15 %. Figure 8 is a plot of the acoustically excited measured heat flux (q"ae) versus the measured wall superheat (Tw -Ts) for the R134a/5ALO (99/1) mixture at a saturation temperature of 277.6 K for five different acoustically net power levels: 0 W, 1.9 W, 3.6 W, 5.4 W, and 7.7 W. Comparison of the mean boiling curves shows that the superheats for all the excitation levels are within 0.5 K of each other for the entire tested heat flux. For all power levels, acoustic excitation has enhanced the pool boiling heat transfer relative to that for no acoustic excitation.
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A more precise illustration of the effect of ultrasound on the boiling heat transfer is given in Fig. 9 . Figure 9 plots the ratio of the heat flux for R134a/5ALO (99/1) with incident ultrasound excitation to the heat flux for R134a/5ALO (99/1) without excitation (q"ae/q" np) versus the heat flux without excitation (q" np) at the same wall superheat. Figure 9 illustrates the influence of ultrasound power on the R134a/5ALO (99/1) boiling curve with solid and dashed lines representing the mean heat flux ratios for each mixture and shaded regions showing the 95 % multi-use confidence level for each mean. A heat transfer degradation exists where the heat flux ratio is less than one and the 95 % simultaneous confidence intervals (depicted by the shaded regions) do not include the value one. Figure 9 shows that no heat transfer degradations were observed as caused by the ultrasound for the entire heat flux range for the R134a/5ALO (99/1) mixture. The smallest enhancement occurred for the smallest excitation power of 4 W, which had an average heat flux ratio of approximately 1.02 between the heat fluxes of 20 kW/m 2 and 95 kW/m 2 . The largest heat flux ratio, 1.44 ± 0.08, occurred for an intermediate net power level of 3.6 W at a heat flux of approximately 6.9 kW/m 2 . Averaged over the entire heat flux test range, the enhancement for the 3.6 W net power level was approximately 12 %. In general, the heat flux ratio for all excitation levels was relatively constant for heat fluxes larger than 20 kW/m 2 . The average measured heat flux ratio (q"ae/q" np), between roughly 20 kW/m 2 and 95 kW/m 2 , was approximately 1.1, 1.07, and 1.04 for nominal net power levels of 3.6 W, 5.4 W, and 7.7 W, respectively.
DISCUSSION/MODEL DEVELOPMENT
The following describes the development of a pool boiling model to predict the combined nanoparticle agitation and acoustic streaming effects. The refrigerant/nanolubricant boiling theory developed in Kedzierski (2012a) is modified here to predict the acoustic excitation of nanoparticles. While a Collier's (1981) 
Here the suppression factor, S, is the ratio of the boiling heat flux with convection (q") to that without convection. Because the face of the acoustic transducer is perpendicular to the boiling surface, the streaming jet-flow induced by the acoustic transducer is parallel to the surface. The streaming Reynolds number (Res) is calculated from the net acoustic scattering intensity (In) as:
Pure liquid refrigerant properties were used to calculate the Reynolds number based on the length of the plate (L). The liquid properties of the refrigerant were the density (l), the dynamic viscosity (l), and the speed of sound (cl). The 0.175 factor in eq. (2) accounts for the decay of the centerline streaming velocity (us) to the velocity near surface (ū) of the test plate, 20 mm from the jet-centerline. Görtler's (1942) analysis of a circular jet was used: 
Here, y and x are the perpendicular and parallel coordinate distances, respectively, measured from the origin that is located at the center of the face of the transducer. In order to improve the fit of eq.
(1) to the measurements, a flow constant, , of approximately 6.0 was used instead of the traditional value of 13.5 or the more recent value of 11 (Schetz and Fuhs, 1999) . It is likely that the presence of the bubbles in the jet flow resulted in the need for a modified . Using the modified  in eq. (3) produced a velocity ratio of 0.175 when y and x were set to L/2 and 20 mm, respectively.
Sound reaches the top of the plate surface by scattering from the field of bubbles that resides above the heat transfer surface. It was assumed that the net scattering intensity (In) was proportional to the number of bubbles per unit surface area (Nb/A) as follows:
where K1 is a dimensionless constant having a value of approximately 0.43.
Only a portion (f) of the scattered sound makes its way to the boiling cavities of the surface because the cavity openings are 1/8 th of the surface area, and liquid is sometimes present at the cavity opening. When liquid is at the cavity opening, it blocks the sound because the 0.6 mm wavelength of the sound in liquid is four times larger than the approximately 0.15 mm wide cavity opening. Only when vapor is at the cavity opening can sound find its way to the cavity because its wavelength (0.15 mm) is comparable to the approximate width of the cavity opening. Consequently, the scattering intensity is reduced by f in order to determine the nanoparticle velocity. The f is grouped with other unknown constants into a single constant for the model.
Equation 5
gives the boiling heat transfer model for refrigerant/aluminum oxide nanolubricant mixtures: (Kedzierski, 2012c) : Wm . Properties included in eq. (1) are the refrigerant surface tension (), the refrigerant vapor density (v), the neat lubricant liquid density (L) and liquid kinematic viscosity (L), and the nanoparticle density (np).
Equation 5 can be applied to a plain, a rectangular-finned, or the Turbo-BII-HP surface by choosing the appropriate surface geometry dependent nanoparticle surface density; (Nnp/As)G. The (Nnp/As)G for the Turbo-BII-HP is (Kedzierski, 2013 
The model above is based on the assumption that the enhancement is due to surface work on bubbles as caused by momentum transfer between growing bubbles and nanoparticles suspended within the lubricant excess layer. The Nnp/As is obtained by calculating the entire active surface area of the evaporator (As) and dividing it into the total number of nanoparticles (Nnp) charged to the evaporator, which can be obtained by assuming a spherical particle diameter of an average size.
The re-derivation of eq. (5) can be tailored to acoustic excitation by starting with its fundamental governing equation, which is a momentum balance between a colliding nanoparticle and bubble:
The masses of the nanoparticle (Mnp) and the bubble before impact (Mbi) are calculated from the density of the nanoparticle (np) and the refrigerant vapor (v), respectively, while assuming a spherical shape. The change in velocity of the nanoparticle (unp) after impact with the bubble can be represented using the coefficient of restitution (e) as done in Beer and Johnston (1977) :
Here the bubble velocity is assumed to be constant and to remain unchanged by the impact so that the energy exchange is in the form of surface work on the bubble, which is responsible for the boiling enhancement. The constant e becomes part of a group of constants that was determined from the regression of the complete model to the measured boiling heat flux. The number of bubbles (Nb) was obtained from eq. (4).
The ratio of the acoustically enhanced refrigerant/nanolubricant boiling heat flux ( " ae q ) to the refrigerant/nanolubricant boiling heat flux without acoustic enhancement ( " np q ) is the sum of the nanoparticle effects from eq. (7) and the suppression effects from eq. (1):
Substitution of the previously described parameters into eq. (9) and regressing with the boiling measurements to obtain the constants yields: (10) where cL is the speed of sound in the lubricant.
The nanoparticle Reynolds number Renp is calculated as:
The bubble diameter is calculated from the refrigerant/lubricant pool-boiling model of Kedzierski (2003):
where xb is the mass fraction of the lubricant in the bulk mixture, and the la represents the thickness of the lubricant excess layer that is removed by a departing bubble and is taken as two monolayers, which is approximately 25 Å for lubricant. Equation (12) is valid for xb > 0. Figure 10 compares the acoustically enhanced refrigerant/nanolubricant boiling predictions of eq. (10) to the measured means for the 5AlO (99/1) mixture. For heat fluxes greater than 25 kWm -2 , the predictions are within ± 2 % of the measured means for the 4 W, 6 W, and 8 W power levels. The average underprediction for the 4 W and 6 W was approximately 0.8 % and 0.4 %, respectively. The average overpredition for the 8 W power level was approximately 0.8 %. The boiling measurements for the 12 W power level were underpredicted by no more than 4.5 %, with an average underprediction of 1 %, for heat fluxes greater than 25 kWm -2 . Figure 11 illustrates the effect of the net power level on the acoustically obtained boiling enhancement for the R134a/nanolubricant mixture. Equation 10 was used to produce the solid line that shows the maximum boiling enhancement occurs near a net power level of approximately 3.6 W. According to the model, increases in the net power past 3.6 W caused an increasing of the acoustic streaming and corresponding suppression of boiling, which leads to a decrease in the boiling enhancement. Net power levels less than 3.6 W have sufficiently small streaming velocities to negate the agitating effect of the ultrasound on the nanoparticles. Consequently, as the net power is increased from 1.9 W to 3.6 W the enhancement also becomes larger. Measured means for a " np q of approximately 30 kWm -2 are plotted as circles for the various power levels. The agreement with the model is shown to be within 1 % for this condition.
Future research is required to verify the effect of the distance and orientation of the acoustic transducer on the acoustic streaming. In addition, the scattering of the sound from the bubbles needs to be better understood along with how the sound interacts with the boiling surface. This additional work would include direct quantification of f ; the fraction of In that reaches the boiling cavities.
CONCLUSIONS
The effect of acoustic excitation on the boiling performance of a R134a/nanolubricant on a flattened, horizontal Turbo-BII-HP was investigated. A nanolubricant containing roughly 10 nm diameter Al2O3 nanoparticles at 5.1 % volume fraction with a polyolester lubricant was mixed with R134a to a 1 % mass fraction. The study showed that acoustic excitation can improve R134a/nanolubricant boiling on a Turbo-BII-HP, thus demonstrating that the boiling performance of reentrant cavity surfaces can be enhanced if a sufficient acoustic excitation is provided. For example, applied power levels of 4 W, 6 W, 8 W, and 12 W produced average boiling enhancements of 2 %, 10 %, 7 %, and 4 %, respectively. The study also illustrated the importance of a having a sufficiently dispersed nanolubricant for improved boiling heat transfer.
A model was developed to predict the effects of acoustic excitation on R134a/nanolubricant boiling on the Turbo-BII-HP surface. The model accounts for acoustic streaming effects and the nanoparticle agitation by the ultrasound. An existing model for predicting refrigerant/nanolubricant boiling was modified to model the interaction between the nanoparticles and the bubbles, while a suppression factor was used to model the acoustic streaming effects. For heat fluxes greater than 25 kWm -2 , the model is within 4.5 % of the measured heat flux for all acoustic power levels. The average agreement between measurements and predictions was approximately 1 % for all power levels. The model predicts and optimum power level that is a consequence of the balance between increasing nanoparticle-bubble interaction and convective suppression with increasing acoustic power.
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